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Termination requirements for bedded and thin bed floor heating

The chosen thermostat position should be exposed to the room conditions, avoiding cup-
boards, uninsulated external walls and where exposed to direct sunlight.

In small rooms supply is normally taken from any existing circuit. For larger rooms or where
a different tariff or home automation is used, run a separate circuit.

Use a vertical wall plate

Run a draw wire for the cable cold ends down
through a 25mm hole at floor level, or, if the floor is
to be wet sealed (eg.bathroom) run a 25mm con-
duit for the heating cable cold ends. In addition, run
another conduit 16—25mm if a floor sensor is to be
used.

Where thin bed under tile systems are used, a
channel must be formed into the floor to accommo-
date the conduit end, cable hot/cold terminations
and floor sensor, if used.




